
ORDINANCE #T088

ADOPTION OF THE
2021 INTERNATIONAL EXISTLT-G BUILDING CODE

An ordinance adoptingthe 2021 International Existing Building Code. As adopted and amended by
the City of Yankton.

BE IT ORDAINED, by the Board of Commissioners of the City of Yankton. South Dakota:

Section l. A new Section 7-13 to be added to Chapter 7, Article I ofthe City ofYankton Code of
Ordinances to read as follows:

Sec. 7-13. - Existing building code adopted; amendments.
That certain documents, one (1) copy ofwhich is on file and available for public
inspection in the office of community and economic development. being marked and

designated as:

(a) "2021 Intemational Existing Building Code" published by the lntemational Code
Councill and

(b) "2021 Intemational Existing Building Code" additions, deletions, modifications
and amendments by the City of Yankton;

are hereby adopted as the code of the City oiYankton. South Dakota. for regulating
the erection, construction, enlargement, alteration. repair, mo'r'ing, remor,al-
dernolition. conversion. occupancy. equipment. use. height. area and maintenance of
One and Two-Family Dwellings and Townhouses in the City of Yankton. South
Dakota, providing fbr the issuance of permits and collection of fees.

lNote: The following portions ofthis Ordinance are herebl- adopted, but shall not be

published within the City of Yankton's Municipal Code or added to Yankton's Nlunicode
online Iibrary of municipal ordinances, but rather shall be freely available in print at Yankton
Citl Hall, Office of Communi(r' and Economic Developmcnt or via the Ci!r' of Yankton
n'ebsite: I

Section 2, The following sections and subsections of the existing building code adopted in this
article shall be amended. added. or deleted as follows. All other sections or subsections ofthe
2021 Inte rnatiortal Existing Building Code shall remain the same.

lAf 101.1 Title. These regulations shall be known as the Existing Buildtug Code of the Cit1, of
Yankton. herein after referred to as "this code."

IAI 103,1 [Al 103.1 Creation of enforcement agencl'. The Office of Commumty and Economtc
Development and the official in charge shall be knou'n as the "Building Official."

lAl 103.2 Appointment. Not adopted by the city.
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[Al 104.8 LiabiliQ. The code offcial, member of the Board of Appeals, or employee charged with
the enforcement of this code. *'hile acting for the jurisdiction in good faith and uithout malice in the
discharge of the duties required by this code or other pertinent law or ordinance, shall not thereby be
rendered civilly or criminally liable personally and is hereby relieved fiom personal liability for any
damage accruing to persons or properq/ as a result ofany act or by reason ofan act or omission in
the discharge of official duties.

This code shall not be construed to relieve from or lessen the responsibility ofany person owning,
operating, or controlling any building or structure for any damages to persons or property caused by
dei'ects, nor shall the code enforcement agency or the city be held as assuming any such liability by
reason ofthe inspection authorized by this code or any permits or certificates issued under this code

[Al 105.1 Required. Any owner or owner's authorized agent who intends to repair, add to. alter.
relocate. demolish. or change the occupancy of a building or to repair, install. add. alter. remove.
convert, or replace any electrical, gas, rnechanical, or plumbing system, the installation of which is
regulated by this code, or to cause any such work to be performed. shall first make application to the
code ofticial and obtain the required permit. The code official may exempt permits for minor work.

[Al 105.1.1 Annual permit. Not adopted by the city

JAI 105.1.2 Annual permit records. Not adopted by the crty

Section 303 Storm Shelters. Not adopted by the city

702.7 Materials and methods. New work shall comply with the materials and methods

requirements in the International Building Code.Internutional Residential Code, lnternational
Mechanical Code, International Fuel Gas Code, NFPA 70, and the Uniform Plumbing Code. as

applicable. that specif' material standards. detail of installation and connection, joints. penetrations

and continuity of any element, component, or system in the building.

lMl702.6.2 International Mechanical Code. The following sections of the ,?rernational
Mechanical Code shall constitute the mechanical materials and methods requirements for Level 1

alterations:

1 . A11 of Chapter 3, entitled "General Regulations." except Sections 303.7 and 306.

2. All of Chapter 8. entitled "Chimneys and Vents."

3. All of Chapter 9. entitled "Specific Appliances."
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302.2 Additional codes. Alterations. repairs, additions. and changes of occupanct, to, or relocation
of, existing buildings and structures shal1 comply with the provisions for alterations, repairs,
additions. and changes of occuprncv or relocation, respectively. in this code and lhe International
Fire Code, lnternational Fuel Gas Code, International Mechanical Code. Unifbrm Plumbing Code.
International Residential Code, and NFPA 70. Where provisions ofthe other codes conflict u'ith
provisions of this code, the provisions of this code shall take precedence.



lRl702.6.3 International Residential Code. The following sections of Part V-Mechanical of the
Internationdl Residential Code shall constitute the residential mechanical and fuel gas rnaterials and

methods requirements for Level I alterations:

All of Section G2412 entitled "General" and G2413 enlitled "Pipe Sizing" except
Sections 2412.8 and G2413.3.

4 All of Sections G243 I through G2454 goveming the appliances and equipment specifically
identified therein.

804.4.1.2.1Fire escape access and details. Fire escapes shall comply with all of the following
requirements:

l. Occupants shall have unobstructed access to the flre escape without having to pass through a

room subj ect to locking.

Access to a new fire escape shall be though a door. except windows shall be permitted to
provide access fiom single dwelling units or sleeping units in Group R-1, R-2. and I-l
occupancies or to provide access fiom spaces having a maximum occupant load of l0 tn other
occupancy classifi cations.

2.1 The window shall have a minimum net clear opening of 5.0 square feet (.46 m2)

2.2 The minimum net clear opening height shall be 24 inches (610 mm) and net clear opening
wrdth shall be 20 inches (508 mm).

2.3 The bottom of the clear opening shall not be greater than 48 inches ( 1.219 mm) above the
floor.

2.4 The operation ofthe u'indow shall comply with the operational constraints ofthe
I nte rnat irnal Bui I ding Code.

Ne'vvly constructed fire escapes shall be permitted only where exterior stairways cannot be
utilized because of lot lines limiting the stairway size or because ofthe sidewalks. alleys. or
roads at grade level.

,
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l All of Chapter I3, entitled "General Mechanical System Requirements." except Section
M1305.

2. All of Chapter 1 8, entitled "Chimneys and Vents."

3.1 Sections G2412 and G2413 shall apply where the work being performed increases the load on
the system such that the existing pipe does not meet the size required by code. Existing systems

that are modified shall not require resizing as long as the load on the system is not increased

and the system length is not increased even if the altered system does not meet code

minimums.



I Openings within l0 feet (3.048 mm) offire escape stairr,ays shall be protected by fire
assemblies having rninimum 3/4-hour fire-resistance ratings.

Exception: Opening protection shall not be required in buildings equipped throughout with an
approt ed automatrc sprinkler system.

In all buildings ofGroup E occupancy. up to and including the 12th grade. buildings ofGroup I
occupancy. rooming houses. and childcare centers, ladders ofany qpe are prohibited on fire
escapes used as a required means of egress.

1009.3 Interceptor required. If the new occupancy will produce grease or oil-laden wastes-

interceptors shall be provided as required in the Uniform Plumbing Code.

1009.5 Group I-2. lf the occupancy goup is changed to Group I-2. the plumbing systan shall
comply with the applicable requirements of lhe Uniform Plumbing Code.

1011.5,6 Existing emergency escape and rescue openings. Where a change o/ occuparr.l) would
require an emergenc.r escape und rescuc opening in accordance with Section 1031 ofthe
lntentational Building Code. operable windows serving as the emergencv escape and resc'ue

opening shall comply with the following:

An existing operable window shall provide a minimum net clear opening of 4 square feet (0.38
ml; with a minimum net clear opening height of 22 inches (559 mm) and a minimum net clear
opening width of20 inches (508 mr:r) provided the operable windou,has a sill height ofnot
more than 48 inches ( 1 .2 I 9 mm) aboYe the floor.

2. A replacement window where such windo'"r' complies with both of the follou'ing

2.1. The replacement window meets the size requirements in Item I

The replacement window is the manufacturer's largest standard size window that will fit
within the existing frame or existing rough opening. The replacement windou' shall be
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2.2

1009.1 Increased demand, Where the occupancv of an existing building or part of an existing
building is changed such that the new occupancy is subject to increased or different plumbing fixture
requirements or to increased water supply requirements in accordance with the Uniform Plumbing
Code, the new occupancy shall cornply with the intent ofthe respective Uniform Plumbing Code
provisions.

Exception: Only where the occupant load ofthe story is increased by more than 20 percent,
plumbing fixtures for the story shall be provided in quantities specified in the lnternational
Building Code based on the increased occupant load.

1009.2 Food-handling occupancies, lf the new occupancy is a food-handling establishment. all
existrng sanitary waste lines above the fbod or dnnk preparation or storage areas shall be panned or
otherwise protected to prevent leaking pipes or condensation on pipes from contaminating food or
drink. New drainage lines shall not be installed above such areas and shall be protected in
accordance with the Uniform Plumbing Code.



permitted to be of the same operating style as the existing window or a style that provides
for an equal or greater window opening area than the existing u,indow.

1301.2.6 Plumbing fixtures. Plumbing fixtures shall be provided in accordance u,irh Section 1009
for a change ofoccupancy and Section 808 for altcrations. Plurnbing fixtures for addirlons shall be
in accordance withthe Uniform Plumbing Code.

1401,2 Conformance. The building shall be safe for human occupancy as determined by the
lnternational Fire Code. Any repair, alteration, or change qf occupana, tndertaken rvithin the
moved structure shall comply with the requirements ofthis code applicable to the work being
perfonned. Any field-fabricated elements shall comply with the requirements of the lnternationql
Building Code or the International Residential Code as applicable.

Exceptions:

Manufactured homes used as a dwelling and located in a licensed manufactured home
park.

Structures used as a temporary office or shelter on a construction or development site
when approved by the building official.

Structures used as a temporary business office for a period as specified in
Section [A] 108.1 ofthe lnrernational Building Code when approved by the building
official and provided it meets the applicable accessibility requirements of this code.

I Manufactured homes used as a sales office at a location where such homes are offered for
sale. provided it meets the applicable accessibility requirements of this code.

Section 3. That if any section. subsection. sentence, clause or phrase of this ordinance is for an1'

reason. held to be unconstitutional, such decisron shall not affect the validity or constitutionality of
the remaining portions ofthis ordinance

Section 4. The adoption ofthe Intemational Existing Building Code.2021 edition. will become
effective and in full force the latter of January 1 .2025 or 20 days after final passage. adoption and
publication. The minimum building standards in the 2021 edition of the lntemational Existing
Building Code and amendrnents thereto shall be applied to any building permit issued after the
effective date.

Section 5. That the Finance Officer is hereby ordered and directed to cause this ordinance to be
published as required by lau'.
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Adopted this 4S 0", of December, 2024

c M Mayor Pro Tem

Attest:

Lisa Y ey, F Offic

lst Reading: 1112512024
2nd Readins: 1210912024

Publicationi)ate : \Ll Hl LoLq
Effective Oate: Ol I 03 I 2025
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